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ROUND - TAPERED, ALUMINUM OR STEEL POLES

PHOTOELECTRIC POLES, ANCHOR BASES, ARMS, AND LUMINAIRES.

CELL (IF REQUIRED ) GENERAL NOTES

LUMINAIRE WITH
CUTOFF REFRACTOR WEATHER TIGHT L%%'ﬁ‘f&%',’.—'g"
( FLAT LENS ) CONNECTION (TYP.) REFRACTOR . NO POLE SHALL BE INSTALLED WITHOUT A LUMINAIRE ALREADY ATTACHED.

( DROPED GLOBE )
/ CAP ( ALL POLES ) / 2. ANCHOR BASE AND ANCHOR BOLT DIMENSIONS ARE SHOWN ON STANDARD SHEET E-IB0B.

LIGHT CENTER

- 3. ALL LIGHT POLES WHICH ARE PROVIDED WITH A BREAKAWAY FEATURE SHALL CONFORM
cCo—/—< TO THE REQUIREMENTS OF THE AASHTO 1985 STANDARD SPECIFICATIONS FOR STRUCTURAL
* A “7-‘..::_ T I SUPPORTS FOR HIGHWAY SIGNS, LUMINAIRES, AND TRAFFIC SIGNALS, SECTION 7 AND

TWIN BRACKET ARM
( WHERE REQUIRED )

T~
.,
S

- SUBSEQUENT REVISIONS.

~— ™

LATCH A “'::: 4. A 12 FOOT OR LONGER ARM REQUIRES A & INCH QUTSIDE DIAMETER POLE TOP.
ACCESS DOOR LATCH 1 5. LUMINAIRES SHALL MEET SPECIFICATIONS AS SHOWN ON THE PLANS.

TO BALLAST REFRACTOR
ASSEMBLY REFRACTOR B TENON SIZE AS REQUIRED 6. ALL ELECTRICAL MATERIAL AND ELECTRICAL WORK SHALL BE SUBJECT TO INSPECTION
(TYP.) ———— B ——- S R (i g AND APPROVAL BY THE AREA ELECTRICAL INSPECTOR AND/OR THE POWER COMPANY

TAPERED ELLIPTICAL FOR LUMINAIRE WITH JURISDICTION IN THE PROJECT AREA.

SUPPORT ARM USED 7. ALL WORK MUST MEET THE REQUIREMENTS OF THE NATIONAL ELECTRICAL CODE,
FOR ARM LENGTH'S, AS WELL AS LOCAL AND STATE CODES.
. B — OF 2 FT.TO 8 FT.
(st More 3 b 0 SIUEET LT PSS (ENCERL G POLES ) S W ey T
TRUSS-TYPE LUMINAIRE SUPPORT ARM SUBSIDIARY TO OTHER STREET LIGHTING ITEMS.
(8 FEET OR LONGER )

( SEE NOTE *I13 )

~
I 33

9. POLES, BASE PLATES, AND ARMS SHALL MEET THE SPECIFICATION OF THE LATEST
EDITION OF AASHTO-AGC-ARTBA’S “* GUIDE TO STANDARDIZED HIGHWAY LIGHTING POLE
HARDWARE* OR AS OTHERWISE NOTED ON THE PLANS.

10. ANCHOR BOLTS WILL BE ACCEPTABLE WITH EITHER ROLLED OR CUT-IN THREADS WITH
MINOR VARIATIONS FROM THE SPECIFIED DIAMETER.

Il. ALL LIGHT POLES SHALL HAVE A BREAKAWAY DESIGN FEATURE UNLESS OTHERWISE
NOTED ON THE PLANS.

. ALL WELDS SHALL BE AT LEAST AS STRONG AS THE MATERIAL BEING WELDED.

13. LUMINAIRE SUPPORT ARMS IN A LENGTH OF 8 FEET ARE AVAILABLE IN EITHER
SINGLE MEMBER OR TRUSS TYPE. PLAN SHEET SHALL SPECIFY WHICH IS TO BE USED.
IF NOT SPECIFIED, OPTIONAL, OR IF REPLACEMENT, MATCH EXISTING OR SURROUND-
ING TYPE.

14. POLE OFFSET (FACE OF POLE TO BACK OF GUARDRAIL ) SHALL BE EQUAL TO OR
GREATER THAN THE DEFLECTION DISTANCE SHOWN IN THE CHART. ( SEE E-IBOB )

ROUND TAPERED SHAFT
(OR AS NOTED ON PLANS )

MOUNTING HEIGHT - VARIES

POLE HEIGHT - VARIES
N

15. POLES FOR ORNAMENTAL LIGHTING ARE AVAILABLE IN MANY MATERIALS, SHAPES,
STYLES AND LENGTHS, PLANS SHALL SPECIFY.

HANDHOLE ( ALL POLES

WHERE TRANSFORMER
TRANSFORMER BASE I8 PREFERRED BASE NOT REQUIRED )

( BREAKAWAY )

FACE OF CURB

2:_0::
(MIN.) ‘

: | - J"\ CONCRETE BASE
: j“ 2’ DIA. X 4’ DEP.
| ANCHOR BOLTS { MINIMUM )

|

ANCHOR BASE

( NON-BREAKAWAY) {
FACE OF CURB "7VW\/W\

1
(N
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HANDHOLE

rEDGE OF SHOULDER

-

(emmm—--
bemeee o -

CONCRETE BASE —.-l

L__} 1 & PREFERRED —/'/____J SEE E-180B
— Lan
FACE OF POLE TO 2’ - 0” MIN. TO
EDGE OF PAVEMENT ANCHOR BOLTS L >
“FACE OF POLE”
DIMENSIONS: NOTES: ORNAMENTAL LIGHTING
A = MOUNTING HEIGHT ALL SUPPORT ARMS TO BE EQUIPPED WITH 2
B = LUMINAIRE SUPPORT ARM LENGTH SLIPFITTER FOR MOUNTING LUMINAIRE UNLESS
C = POLE HEIGHT OTHERWISE INDICATED.
NON-BREAKAWAY SUPPORTS ARE APPROPRIATE
FOR OTHER BREAKAWAY SUPPORTS SEE STANDARD SHEET E-180B IN SOME URBAN AREAS AS OUTLINED IN THE
AASHTO “ROADSIDE DESIGN GUIDE” . THIS SHEET OTHER STDS E-180B. E-181
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